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PERCOLATION SCALE

NOTES:

minimum cover.
2. Reinforcement shall be bent

embedded item.

[

2 3 4 5678910 20

Time (Minutes) for Water Level to Drop 1 Inch

4 405060 5. Concrete shall

1. Reinforcement at manholes shall be cut to provide

in the field to clear

3. Dimensions shown by asterisk may be varied to
suit manufacturer’s requirements.

4, All reinforcement shall have a minimum concrete
cover of 2’ unless otherwise noted.

be portland cement concrete
having a min. compressive strength of 2000 PSI.
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